
UNCLASSIFIED

AD 255849

ARM ED SERVICES TECHNICAL INFORMATION AGENCY
ARLINGTON HALL STATION
ARLINGTON 12, VIRGINIAw

UNCLASSIFIED
Best Available Copy



NOTICE: Ten government or other drawings, spedc-
ficatioBs or other data are used for any purpose
other than Ln connection with a definitely related
government procnx'-nt operation, the U. S.
Gover-mment thereby incurs no responsibility, nor any
obligation whatsoever; and the fact that the Govern-
ment my have fom•lated, furnished, or in any way
supplied the said drawings, specifications, or other
data is not to be regarded by !inplcation or other-
wise as in any mnner licensing the bolder or a=y
other person or corporation, or con-:eying any rigats
or permission to nnufactUru, use or sell any
patented invention that =y i1 any way be related
thereto.

) m 1



60

At

BALTMOR 3,r f M

BALTIMORE 3, MARYLAND



I ,
I

QUARTERLY PROGRESS REPORT

NUMBER FIFTEEN

I ERDL-.NPFO

MND-E-20 13

APRIL 1961

I

Prepared by:

C. Eicheldinger

7

2:

iI /oc z,•n

i



LEGAL NOTCE

This report was prepared as an account of Government sponsoredwork Neither the United States. nor the Commission. nor any person
acting on behalf of the Commission: I

A. 'Makes any warranty or representation, expressed or implied.with respect to the accuracy, completeness, or usefulness of the infor-mation contained in this report. :r that the use of any information,,apparatus, method, or process disclosed in this report may not infringe
"privately owned rights; or

B. Assumes any liabilities with respect to the use of. or for damages . 1resulting from the use of any info:rmation, apparatus, method, or processdisclosed in this report. I I
As t~sed in the above. "person acting on behalf of the Commission"includes any employee or contractor of the Commission, or employee

of such contractor, to the extent that such employee or contractor ofthe Commission, or employee of such contractor prepares, disseminates,or provides access to. any information pursuant to his employment orcontract with the Commission. or his employment with such contractor.
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I FOREWORD

j This quarterly report is submitted by the Nuclear Division of The
Martin Company to the Nuclear Power Field Office. Engineer Research
and Development Laboratories, U.S. Army Corps of Engineers, in
compliance with Contract DA-44-009-ENG-3581. The report describes
progress from January through March 1961 in the A.NPP Corrosion
Program.
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SUMMARY

The first series of three 2000-hour autoclave tests on Monel and
nickel coupons was completed. In one autoclavt:., &Erged vith water
containing 1000-ppm chloride aand 15-ppm oxygen, the Mons! cc-.pon in
the vapor phase experienced mild pitting. Average cocro.iorn rtes were:
for Monel, 0.51 mdd; and for nickel, 0.37 mdd (milligraiias o•e square
decimeter per day).

A 200-hour autoclave test on nickel, under condit.'s which, caused
pitting of Monel, was initiated. A total of 672 hours of testing was ac-

r cumulated.

The corrosion loop operated virtually continuously during the quarter.
Average operating time efficiency (OTE) was approximately 84%. The
only major shutdown was caused by failure of terminals on one of the
primary 50-kw line heaters.

Testing of the bimetal model vessels (MOD SX-4) and the Inconel
model vessels (MOD SX-7) continued. Cumulative test time to date is
approximately 2350 hours.

Testing of the birmetal miniature vessels (MIN 15 and 161 and the
Inconel miniature vessels (MIN 10 and 11) continued. Average cumula-
tive test time is approximately 2420 hours.

Analysie of heat transfer data -ar started. Preliminary results for
the model vessels indicate thiat large effects on heat transfer due to
scaling have not occurred.
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L HEAT EXCHANGER CORROSION PROGRAM *

The objectives of the heat exchanger corrosion program are:

(1) The determination of the effect of secondary water conditions
on heat exchanger life, using various exchanger materials.
The most severe water conditions a limited to 1000-ppm

- chloride with air cover gas and air-saturat.-•d water.

(2) The examination of the technique of test heat exchanger fabri-cation.

(3) The recommendation of materials and service conditions for
operating units.

"* 1' Model and miniature heat exchangers currently under test, fabrication
or design are shown in Table 1.

"A. AUTOCLAVE TESTS

I. Testing

The first series of 2000-hour autoclave tests was completed. The
conditions for these three tests are summarized below:

" Test No. Matevial Time (hr) Oxygen (ppm) Chloride (ppm)

1 Monel 2000 1 10

2 Monel 2000 15 1000

3 Nicke. 2000 1 10

pH adjusted to 4C with Na 3 Po 4 in all tests.

Figures 1, 2 and 3 show the appearance of the coupons as they were re-
moved from the autoclaves. Post-test analysiz results for these tests
are given in the following section.

A 2000-hour test on nickel was initiated during the quarter. Conditions
for this test are 1000-ppm chloride, 15-ppm oxygen and pH adjusted to 10
with Na3 P0 4 . At the end of the quarter, 672 fours -,f test time had been

accumulated.

*J. McGrew, J. Mueller, M. Norin, E. Jules. T. Page. W. Taylor

.MND- E-2013
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6

The 2000-hour Inconel autoclave tests were delayed due to a material
discrepancy. The material which was supplied as Inconel was analyzed
and found to be a high chrome, iron-based alloy. Replacement material
was obtained and pretest preparations were nearly complete at the end
of the report period.

2. -Analysis of Initial 2000-Hour Tests

All of the coupons from the initial 2000-hoL. tests were descaled, using
the sulfamic acid process. Weight losses are listed in Table 2 along with
the results from the 50- and 200-hour tests. Weight loss as a function of
time for the two metals is plotted in Figs. 4 and 5. In general, the nickel

- rate appears to be somewhat lower than Monel for comparable
conditions, the aver-age values over the 2000-hour test perioS being 0.51
mdd for Monel and 0.37 mdd for nickel in the low oxygen, low chloride en-
vironment.

No cracking of any coupons has been observed. However, mild pitting
corrosion occurred on Monel coupons in the vapor phase of the high
-hloride, high oxygen autoclave test (sce Fig. 1). All 12 of the vapor
phase coupons were pitted, while none of the liquid phase coupons suffered
pitting. ,;o significant difference in attack was noted between stressed
and unstressed coupons or between annealed and stress-relieved coupons.
Pitting generally occurred randomly over the tension and compression
surfaces of the stressed specimens. The general appearance and distri-
bution of pits may be seen in Fig. 6. which is a photograph of a portion
of specimen No. 202. This coupon was stress-relieved prior to testing
and was unstressed during the test. The pits were relatively large in
area but shallow, the average depth being approximateiy 1 mil- A photo-
micrograph through one pit on specimen No. 731 (fully annealed) is shown
in Fig. 7. Maximum penetration was 1.4 mils.

No pitting occurred on coupons in either the v-apor or liquid phase of
the low chloride, low oxygen tests.

B. CORROSION• LOOP OPERATION

Operation of the loop during the report period was virtually con-
tinuous; approximately 1840 hours of test time were logged. The test
time accumulated for each vessel and for each day during the report period
is indicated in Figs. 8, 9 and 10.

I. Loop Sutdown

The only major shutdown during the quarter was caused by failure of
electrical terminals on one of the 50-1--w primary line heaters. The spare
heater-flange assembly was installed in %he loop. The spare unit was

MND-E-2013
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chloride, 15 ppm oxygen, pH
adjusted to 10 with Na3 PO4 .

2000-hour exposure; coupon
was unstressed in vapor phase.

Fig. 6. Photograph of a Portion of Stress-Relieved Monel Coupon£Showing Appearance and Distribution of Pits (6.5X
magnification)
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aduse t o 10wthN3,4

a *" - °"

20, 00-or expsue

* a

o 0

S Autoclave ccrnditlons--1O00 ppm

; [" chloride, 15 ppm oxygen, pH

S- djusted to 10 w•ith N a3PO 4 .
p 2000-hour exposure.

Specimen conditions--Monel, fully
annealed, stressed and in the vapor
phase of the autoclave

Ii Fig. 7. Photomicrograph Through Pit on Monel Coupon;

Maximum Penetration. 0.0014 inch (250X

magnification)
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LAp vesel
DoesGINMs January

1 2 3 4 5 6 7
I. lModel 24.0 24.0 24.0 24.C 24.0 24.0 5.0
No. 2 Model 24.0 24.0 24.0 24.0 24.0 24.0 24.0
No. I Miniature 0.5 0.0 23.5 24.0 24.0 24.0 24.0
No. 2 M -iature t 0.5 0.0 23.5 24.0 24.0 24.0 24.0
NO. 3 39Inite I 0.5 0.0 23.5 24.0 24.0 24.0 24.0
No. 4 Miniature 0.5 0.0 23.5 24.0 24.0 24.0 24.0

a 9 10 i 12 13 14
NO. I Model 0.0 13.0 24.0 24.0 24.0 24.0 24.0
No. 2 model 21.0 15.3 24.0 24.0 24.0 24,0 24.0
No. I Minde 21.0 17.5 24.0 24.0 24.0 24.0 24.0
No. 2 iM ature 21.0 17.5 24.0 24.0 24.0 24.0 24.0

No. 3 Miniature 21.0 15.5 24.0 24.0 24.0 24.0 24.0
NO. 4 Miniature 21.0 13.3 24.0 24.0 24.0 24.0 24.0

15 16 17 1i 1i 20 21
No. 1 Model 24.0 24.0 24.0 24.0 24.0 24.0 24.0
No. 2 Model 24.0 24.0 24.0 20.0 24.0 24.0 24.0 iNo. 1 Miniature 24.0 24.0 24.0 24.0 24.0 24.0 24.0
-No. 2 Miniature 24.0 24.0 21.0 24.0 24.0 24.0 24.0
No. 3 Miniature 24.0 24.0 24.0 22.2 24.0 24.0 24.01
No. 4 Minturt 24.0 24.0 24.0 24.0 24.0 24.0 24.0

22 23 24 25 26 27 23
NO. I Model 24.0 24.0 24.0 24.0 24.0 24.0 24.0
No. 2 Model 24.0 15.5 13.5 24.0 24.0 24.0 24.0 I
No. 1 Miniature 24.0 24.0 21.5 24.0 24.0 24.0 24.0
2b. 2 Miuature, 24.0 24.0 24.0 24.0 24.0 21.5 24.5
11. 3 Miniature 24.0 24.0 24.0 24.0 24.0 21.7 24t;0
No. 4 Minlature 24.0 24.0 24.0 24.0 24.0 21.9 24.0 f

23 30 31
No. IModel 24.0 24.0 24.0
No. 2Model 24.0 24.0 2o.0
No. I MInfat•re 24.0 24.0 24.0
No. 2 Miniature 24.0 24.0 24.0
No. 3 Miniature 24.0 24.0 24.0
No. 4 Miniature 24.0 24.0 24.0

No. 1 Model MOD SG-4 and SH-4 1279.0 hr *
No. 2 Model MOD SG-7 and SH-7 1324.4 hr-
No. 1 Miniature MIX 10 1269.2 hr ,
No. 2 Mbdnature MIN 15 1263.3 hr *
No. 3 Miniature MW 11 1253.2 hr *
No. 4 Miniature •M 16 1258.0 hr *

Times shown are number of hours of test time on vessel In 24-hour period.
starting at 3:30 on the morning off that day in which the time is shown.

*Total hours of test time to Jana7 31. 1961.

Fig. 8. Distribution of Test Time for Each Vessel During the Month of January

MND-E-2013
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iguatisul ____ Fehrury__

S 2 3 4

No. I Model 24.0 24.0 22.0
No. 2 Med. 34.0 24.0 22.0
No. 1Im 24.0 24.0 22.0
No. 2 Mlmiature 24.0 10.0 22.0
No. 3 Minishr 2 24.0 22.0
No. 4 Minia 24.0 24.0 220
N.. 4Ma stu 5 6 7 8 9 10 11

NO. 1 Model - 50-kw heater electrical 21.0 z4.0
NO. 2 Model terimlal failure;--00( 21.0 24.0No. I mt4LwfL• lta pvtip Itapeler 21.0 24.0N.. I Mlnlabre 21.0 24.0

NO. 2 iiea' placed 21.0 24.0
No. 3 MbdasA- - 21.0 24.0
NO. 4 Mistatsre 21.0 24.0

12 13 44 is Is 17 16
No. I d. now 12.0 23.0 24.6s 24.0 24.0 18.1 24.0
No. 2 Model 12.0 23.0 24.0 24.0 24.0 18.1 24.0
NO. I MIntore 12.0 23.0 24.0 24.0 24.0 1s.1 24.0
No. 2 Miniature 12.0 23.0 24.0 24.0 24.0 18.1 24.0
No. 3 Minfature 12.0 23.0 24.0 24.0 24.0 13.1 24.0
No. 4 Miniature 12.0 23.0 24.0 24.0 24.0 18.1 24.0

19 20 21 22 24 25
No. 1 Model 24.0 24.0 24.0 24.0 24.0 17.3 24.0.
No. 2 A%"de 24.0 24.0 34.0 24.0 24.0 0.0 0.0
No. I Mlintre 24.0 24.0 24.0 24.0 24.0 24.0 24.0No. 2 Miniature 24.0 24.0 24.0 24.0 -24.0 24.0 24.0
No. 3 Mlniature 24.0 24.0 24.0 2U.0 24.0 24.0 24.0
No. 4 Ministure 24.0 24.0 24.0 24.0 24.0 24.0 24. 0

26 27 28
No. I Model 24.0 24.0 24.0

" No. 2 Model, 0.0 24.0 24.0
No. l Mniature 24.0 24.0 2i.0

rNo. 2 Mintatu-e 24.0 24.10 74.0
3b. 3 Miniature 24.0 24.0 24.0

F- N. 4 MInIsture 24.0 24.0 24.0 ,

IVIO. 1 model moD sG-4 and Sf..4 1776.9 hr,
No. 2 Model MOD SG-7 and SH-7 1756.5 hr

oN. I Miniature MW 10 1773.3 hr
No. 2 Miniazure ]ilN 15 1759.4 hir
No. 3 Whniati-re MIN 11 1757.3 hr'
No. 4 Miniature M4IN 16 1762.1 hr"

Times shown are unuber of bours of test time on vessel In 24-bo1t period. starting at 8:30
on the •morng of ta day In which the time is shown.

' Total hours of text time to February 28. 1961.

Fig. 9. Distribution of Test Time for Each Vessel During the Month of February

MN D-E-2013



N1o. I Model 2.0 24.0 -u.0 24.0
Ila 2 k .. I me. " 2L 0.0
I*o. I Miatur. 21.9 . 3I.o 24.01

N@.-2 Mirniature 1. 24.0 2#.0We. 3 • I *21.9 24.0 24.0 :i...!S
Nxo. 4 Mbd~at 24O 24 s xo o • .0 1-;..ol
Nxo. I Model 2.0 22. 2.0 24.0 2L 0 24.0 21.0

Ifia 2 ode 0. 2LS 36 24o 22 i.0 220.0INO. i I a I2.0 2!. 14.0 24L 24.0 24.O 21.0

No iftr, 20 2.8 27L0 21.0- 240 24.0 24.0

IN..A 2Model 0 o.0 22.0 2.;0 2,.4 2 I 24.0oI 2.0o
o 3 . 12- 134 it- 1 17 isieo. 1 Mo -e 0.0 2. 17i .0 21.0 24. 240o 24.oN6o. 2 Mile 0.0 22 M-10 2.4. 24.0 4 .0 240.0.i,. I I o0.0 22,0 17.0 24.0 24.0 24.0 24;0

INo4 2 itiature 0.0 17. 24;0 24.0 24.0 -244.01
No.3 inatat .0 2LO 170 0 234L 24 O 3CvNo. • •Modo ,,el 0.0 220 12.0 24'. 0 24.0 24.0 24.06

I o. 2Mod I 3.0 22.0 22.5 20.3•17. 24.0 24.0 I
Nmo.1Mk , 3.0 22.0 24.0 24.0 24.0 24.0 24.0l+,o 2 Model 3.0 22,0 22z.o I "2.0 17.40 24+.0 24. IT•
No. I Miniature '3.0 22.0 24.0 24.0 '24.0 24.0 -24.0'
-No. 3 Mini•tare 3.0 22.o 24.0 24.0 24.0 24.;'0 -24.0,
No. 4 Miniature 4.5 22.0 24.0 2oM0 24'.. 2.0o 24.0-

I26 127 28 2I.0 23 i 2&o 31 I
N0. 1 Moadel 24.0 24.0 24.0 24.0 2'-0 24.0 1
No. IM lr I 24.0 2 0.0 24.0 5. C 0 24.,0
NO. 2 mi -Iature, 24.0 24.0 24.0 24.0 24.0 24.0INo.. ~zzlature i24.0 1 24.0 24.0 24•.0 124.0 2 4.0 +I
to. 3 Miniature 24.0 24.0 24.0 24.0 24.0 24.0

LN6°4•i'dature 24.0 24.0 24.0 24. 24.0 "4.0

No. 1 9de MOD 9G-4 and SH-t 2413.o0 "r"
No. 2 Model MOD SG-7 and SH-7 2308.3 hr.
No. 1 Milzat*e MIN 1W- 2433.0 hr-
So. 2 kkLlature MINi S 2411. h hr *
No. 3 M3Iature U=L 11 2413.0 hr *
No. 4 Mfidaturt MMif 1 2424.3 hr.*

Times shovn are nmher o hours of tet time on vessel In 24-bour period, sta-ting~1 5:30:
an the iorning-.M that day !-- utdch the ttZb* Is bw-

*TOWa hours of test time to March-f1. 1961.

, Ft. 10. DIStribuffon of Test Time for F-'ch Vessel During the Alonih of Mlarch
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fabricated with heavy-duty terminal lugs, and recurrence of the failure
is not expected. In the aseembly which failed, no damage was experienced
by the heater elements. The terminals on this unit will be replaced with
the heavy-duty type and the assembly will then be available as a spare.

When the new heater was installed in the loop, a pinhole leak was
discovered where the elements are welded into the flange. The joibst
was welded in place, and no further difficulties were experienced with
the assembly.

While the loop was shut down for repla-:ement of the heater, the primary
line pump was disassembled for inspection. The bearings were found
to be worn and near the point of causing rotor damage. The accelerated
bearing wear was caused by imbalance of the impeller. The impeller
and bearings from the stand-by pump were installed in the in-loop pump
and subsequent performance was entirely satisfactory. The impeller
has been balanced and a new set of bearings obtained for future use.

Replacement of the heater assembly and repair of the pump were ac-
complished during a loop shutdown which extended from February 4 to
February 9.

Shutdowns occurred during the month of March on three successive
weekends while the loop was unattended. These shutdowns were initiated
by low water levels in the model secondary systems. The lose of water
was traced to two causes: (I) leakage across the secondary feedwater
sight gauge gaskets and (2) leakage through tube fitting pipe threads.
The gaskets were replaced, and the leaking pipe threads were seal-welded.
The loop operated over the fin,,l weekend of March with no unusual drop
of water level.

2. Maintenance of Secondary Environments

Difficulty was experienced during the quarter in maintaining the specified
environments in the miniature secondary systems. The steam separators
are not effectively removing entrained moisture from the steam and this
results in carryover of chenmicals from the vessels to the common storage
tank. Since all heat exchangers do not have exactly the same ateaming
rate or the same specified environments, some vessels tend to operate
above specifications while others run low.

Operation was improved by diverting the ,ondensate return line to the
drain rather than to the storage tank. This prevents exchange of chemicails
from one vessel to another. Of course, environmental chemicals are
still lost and addition of makeup chemicals must be made more often.
Attempts are being made to obtain a more effective steam separator.

MN- D .3
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Chloride contamination of the model secondary systems was observed
during the report period. Both systems were flushed several times to
bring the chloride level below the specified limit. The source of the
chloride was ultimately traced to salt deposits in the coolLing coils used
as condensers and blowdo-'n coolers. The coils were used in the loop
prior to the recent modifications, and subsequent cleaning operations
apparently failed to remove all of the deposits. The coils were removed
from the loop and thoroughly cleaned with nitric acid. A leak developed
in one coil; thie coil was replaced. Since : ise measures were taken.
no difficulty has been experienced in maintdning the model secondary
environments.

3. Operating Time Efficiency

During the report period, overall operation of the loop was quite satis-
factory. A quantitative measure of performance may be obtained by
ccmputing the operating time efficiency (OTE) as follows:

OTE - Total hours of test time (all vessels)
Total possible hours of test time (all vessels) x

Figure 11 shows the OTE achieved since the start of test work It can
be seen that utilization of the loop was greatly improved during tne
quarter. The initial Low values resulted from the intermittent operation
when argon war. used to pressurize the primary system. The OTE during
this quarter hL been high, except for that time lost because of the 50-kw
line heater failu-ce. It is expected that the cumulative OTE will approach
85% by the end of the next quarter. Tnis is estimated to be near the
practical limit, when allowances are made for downtime resulting from
normal loop m-.'1ntenance. J

C. CORROSION VESSEL TESTING

I Model Heat Exchangers

Testing of the bimetal (MOD SX-4) model vessels and the Inconel
(MOD SX-7) model vessels was initiated during the quarter. The
secondary environment in the Lconei vessels is as follows (PM-I con-
Aitions):

pH 10 to 10.5

PO4  150 ppm

SO3  10 ppm

.MND-E-2013
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I. um.~~.~jArgon operation f
Major loop overhaul

50-kw line

-t__ _____heater fallure

SI
.91

"* Monthlyav~erage

"Cumulative average

10 
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0 1

lo:
______ I :---

"Nov Dec Jan Feb XIar Apr

Months

Fig. 11. Summary of Loop Operating Efficlen-y
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Cl 0.5 ppm (max)

Total solids 175 to 200 ppm

The secondary environment for the bimetal vessels is as follows (SM-I
water conditions):

pH Approximately 8.5 with Na 3 P04

Cl 0.5 ppm (nS .)

02 0.5 ppm (max)

Total solids 200 ppm (nw.")

Accumulated test time, as of March 3 1, rz as follows:

MOD SX-4 .413 hr

MOD SX-7 2308 hr

A regular schedule of water sampling and analysis has been established.
Boiler water and condensate are sampled and analyzed Monday. Wedne-day
and Friday of each week. Makeup chemicals are added as required.

2. Miniature Heat Exchangers

Testing cf !ht. miniature LIconel (MIN 10 and 11) and bimetal
(MEN 15 and 16) miniature heat exchangers was continued during the
quarter. Accumulated test times are as follows:

M!N 10 2433 hr

MIN L 11 2413 hr

MIX 15 2419 hr

MIR 16 2424 hr

The secondary environments for these vessels are summarized as
follows.

MIN 1O

Ci 1000 ppm

off 10 (with NX0H)

02 Nc treatment (see note)

MND- E-2013
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MIN11Jm

Cl 1000 ppm

J pH 10 (with mixture of 33% Na 3 PO 4 and

67% N&2 HPO4 )

1 02 No treatment (see note)

3 MEN 15 and 16

Cl 800 ppm

SpH 10 (with mixture of 331% Na 3 PO 4
and 67% Na 2 HPO4 )

NOTE: The secondnar makeup tank is maintained at 180" F. open to the
atme -phere. which will maintain the oxygen concentration at
somewhat less than 0.5 ppm.

In MWN 15 the bimetallic tubing has been defected, exposing the stainless
steel sublayer to the secondary environment. Defects are in the vapor
phase, the liquid phase and at the vapor-liquid interface.

J A regular schedule of water sampling and analysis has been established.
Boiler water and condensate are sampled and analyzed Monday, Wednesday
and Friday of each week. Makeup chemicals are added as required.

3. Reduction of Heat Transfer Data

Reduction of heat transfer data was started during this report, period;
the heat transfer index for each model steam generator has been dpe.r-
mined as a function of time since testing was initiated. The Jnde% is a
qualitative measure of the overall coefficient of heat transfer of the
vessel. Because scale or corrosion products affect the quantity of heat
transferred_. " Index should give an indication of scale buildup and a
measure of its effect on the heat transfer rate in the generator.

The derivation of the index is as follows:

Heat transfer index Heat transfer to secondarx fluid

Primary fluid heat available for transfer

or

W (H -H)
Heat tranafer index s (o (1p)p po
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where

Ws Secondary steaming rate (lb/hr)

Wp Primary flow rate lbIhr)

Hsi= Enthalpy of secondary water in (Btuilb)

H = Enthalpy of secondary stea"- out (Btu/Ib)

so

H pi = Enthalpy of primary water (Btu /lb)

hi = F".'halpy of primary water out, if at the secondary
"steam saturation temperature.

.After the data were carefully examined, it was determined that a more
accurate index could be determined by using the primary fluid measure-
ments because those data were taken more often during the test. The
heat balance for the steam generator may be written:

(H 5 pi - H0po L (2)

where

H = Enthalpy of primary water out (Btu/lb)

QL - Thermal losses from the steam generator (Btulhr).

Substituting in Eq (1) and reducing;

Heat transfer index (Hpi (3)
(H .- H' )p1 po

Examination of the data shows that the quantity QL Wp is very small

compared to the quantity (Hi - Hp ) so that the use of an experimenta:!y

determined constan: value for Q L'~ has no appreciable affect on the
index.

Figures 12 and 13 show the results of the present data reduction
effort. The curves appear to indicate that large effects on heat transfer
by scaling have not occurred. Analysis of these data is still being con-
ducted. Also, possible causes for the large deviation of a few scattered
points are being investigated.
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